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Fax:0484 2321112 

DELHI METRO RAIL CORPORATION LTD. 
(A JOINT VENTURE OF GOVT: OF INDIA AND GOVT: OF DELHI) 

   Kochi Metro Rail Project, Eastern Entry Tower, Ernakulam South Rly. Station, Kochi -682 016. 

 

ADDENDUM 

Sub:   DMRC/Kochi-Shifting/Raising/Converting  to Under Ground Cable of EHT Lines  
crossings  Kochi Metro Route ï Contract No. KE 1 to KE 7, 

Ref:    NIT No. DMRC/Kochi/06/13 dated 19.04.2013 

 

S.No. Tender No: Clause Existing 
clause 

To be 
corrected as 

1 KE1 Vol.3,  
Schedule B, item No: 3&4 
 

Unit - MT Unit- Km 

2 KE1 Vol.3,  
Schedule B, item No:9  

ñall types of 
220 Kv 
towersò 
 

ñAll types of 
66/110/220 
Kv towersò 

3 KE2 Vol.3,  
Schedule B, item No: 3&4 
 

Unit - MT Unit- Km 

4 KE3 Vol.3,  
Schedule B, item No: 3&4 
 

Unit - MT Unit- Km 

5 KE3 Vol.3,  
Schedule B, item No:9  

ñall types of 
220 Kv 
towersò 
 

ñAll types of 
66/110/220 
Kv towersò 

6 KE4 Vol.3,  
Schedule B, item No: 3&4 
 

Unit - MT Unit- Km 

7 KE4 Vol.3,  
Schedule B, item No:9  

ñall types of 
220 Kv 
towersò 
 

ñAll types of 
66/110/220 
Kv towersò 

8 KE5 Corrected  Schedule Issued  separately. 

9 KE6 Vol.3,  
Schedule C, item No: 1,2, and 
13  
 

ñ66 KV UG 
cable400 Sq 
mmò 

ò 66/110 KV 
400/630 Sq 
mmò 

10 KE6 Schedule D, item No: 9 66/110 KV 
400630mm2 

66/110 KV 
400/630mm2 

11 KE7 Vol.3,  
Schedule C, item No: 1,2, and 

ñ66 KV UG 
cable400 Sq 

ò 66/110 KV 
400/630 Sq 



13  
 

mmò mmò 

12 KE7 Schedule D, item No: 9 66/110 KV 
400630mm2 

66/110 KV 
400/630mm2 

13 KE1 to 
KE7 
All 
packages 

Vol 1, ITT, clause  12.j  The tenderer 
should 
submit copy 
oféé. 

Clause 7.1.2 
of NIT 

14 KE1 to 
KE7 
All 
packages 

ñVol 2   Technical 
specification, ñDesired 
Technical particulars of 66 KV 
XLPE cableò, item, 8, C.i. 

Materialð
Corrugated 
Aluminium 

Materialð
Extruded 
lead sheath 

 
Project Director 
  DMRC/Kochi 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 


